
GENERAL NOTES:

1. SUSPEND MECHANICAL HANGER FROM UNISTRUT (OR EQUAL) SYSTEM WITH
ADEQUATE CAPACITY TO SUPPORT APPLIED LOADS.  INSTALL DIRECTLY AT JOIST TOP
OR BOTTOM CHORD PANEL POINTS. IF LOAD MUST BE INSTALLED BETWEEN PANEL
POINTS, SEE STRUCTURAL DETAIL.

2. THIS DETAIL APPLIES TO ALL PIPES & SIZES UNLESS SPECIFICALLY NOTED
OTHERWISE.

3. FASTEN HANGER RODS TO TOP CHORDS OF BAR JOISTS OR OTHER STRUCTURAL
BEAMS.  DO NOT FASTEN TO ROOF DECK OR JOIST BRIDGING.  DO NOT USE FOR
STEAM PIPING  SYSTEM.
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